SR—30 SUPPLEMENTAL RELAY MODULE

SR—-30
MOD XX

8

7 10
ACTUATION ACTUATION
INPUT —“—__l |__ INPUT
C NC NO NO NC C
1121314|15|6
TERMINALS 8 & 9 PROVIDE
PARALLEL ACTUATION
INPUT WITH BLOCKING
DIODE IN IPUT PATH
TWO RELAYS
CONTACTS RATED 3A
LBNL ELECTRICAL STANDARDS . =
FIRE ALARM SYSTEM 2:“:“;:;;
SR-30 SUPPLEMENTAL RELAY MODULE -
UNIVERSITY OF CALIFORNIA LAWRENCE BERKELEY NATIONAL LABORATORY D?N‘Xj‘ 47 S
FACILITIES DIVISION —

T:\groups\ELECT\Romy\STD\Fire Alarm\FA147 SR—30 SUPPLEMENTAL RELAY MODULE.dwg




